
600/5 600/5

200/5 600/5

600/5 600/5

230000 (L-L)/115 (L-L)

230000 (L-L)/115 (L-L) 230000 (L-L)/115 (L-L)

14400 (L-L)/115 (L-L) 14400 (L-L)/115 (L-L)

600/5 600/5 600/5 600/5 600/5

600/5 2000/5

2000/52000/5

2000/5 2000/5

20/26.6/33.3 MVA
230 kV / 14.4 kV

Dyn1
Z=10% @ 20MVA

20/26.6/33.3 MVA
230 kV / 14.4 kV

Dyn1
Z=10% @ 20MVA

Note: Both lines are connected to 
a remote 230 kV substation with 
single bus configuration and 
same CT and VT ratios.




